Special Notes

API publications necessarily address problems of a general nature. With respect to particular circumstances, local, state, and federal laws and regulations should be reviewed.

Neither API nor any of API's employees, subcontractors, consultants, committees, or other assignees make any warranty or representation, either express or implied, with respect to the accuracy, completeness, or usefulness of the information contained herein, or assume any liability or responsibility for any use, or the results of such use, of any information or process disclosed in this publication. Neither API nor any of API's employees, subcontractors, consultants, or other assignees represent that use of this publication would not infringe upon privately owned rights.

API publications may be used by anyone desiring to do so. Every effort has been made by the Institute to assure the accuracy and reliability of the data contained in them; however, the Institute makes no representation, warranty, or guarantee in connection with this publication and hereby expressly disclaims any liability or responsibility for loss or damage resulting from its use or for the violation of any authorities having jurisdiction with which this publication may conflict.

API publications are published to facilitate the broad availability of proven, sound engineering and operating practices. These publications are not intended to obviate the need for applying sound engineering judgment regarding when and where these publications should be utilized. The formulation and publication of API publications is not intended in any way to inhibit anyone from using any other practices.

Any manufacturer marking equipment or materials in conformance with the marking requirements of an API standard is solely responsible for complying with all the applicable requirements of that standard. API does not represent, warrant, or guarantee that such products do in fact conform to the applicable API standard.

Classified areas may vary depending on the location, conditions, equipment, and substances involved in any given situation. Users of this Standard should consult with the appropriate authorities having jurisdiction.

Users of this Standard should not rely exclusively on the information contained in this document. Sound business, scientific, engineering, and safety judgment should be used in employing the information contained herein.

All rights reserved. No part of this work may be reproduced, translated, stored in a retrieval system, or transmitted by any means, electronic, mechanical, photocopying, recording, or otherwise, without prior written permission from the publisher. Contact the Publisher, API Publishing Services, 1220 L Street, N.W., Washington, D.C. 20005

Copyright © 2014 American Petroleum Institute
Foreword

Nothing contained in any API publication is to be construed as granting any right, by implication or otherwise, for the manufacture, sale, or use of any method, apparatus, or product covered by letters patent. Neither should anything contained in the publication be construed as insuring anyone against liability for infringement of letters patent.

Shall: As used in a standard, “shall” denotes a minimum requirement in order to conform to the specification.

Should: As used in a standard, “should” denotes a recommendation or that which is advised but not required in order to conform to the specification.

Portions of this publication have been changed from the previous edition. The locations of changes have been marked with a bar in the margin, as shown to the left of this paragraph. In some cases the changes are significant, while in other cases the changes reflect minor editorial adjustments such as renumbering of a section/subsection or figure/table (the references within the text that have been subsequently updated are not marked). The bar notations in the margins are provided as an aid to users, but API makes no warranty as to the accuracy of such bar notations.

This document was produced under API standardization procedures that ensure appropriate notification and participation in the developmental process and is designated as an API standard. Questions concerning the interpretation of the content of this publication or comments and questions concerning the procedures under which this publication was developed should be directed in writing to the Director of Standards, American Petroleum Institute, 1220 L Street, N.W., Washington, D.C. 20005. Requests for permission to reproduce or translate all or any part of the material published herein should also be addressed to the director.

The American Petroleum Institute maintains this standard under continuous maintenance procedures. These procedures establish a documented program for regular publication of addenda or revisions, including timely and documented consensus action on requests for revisions to any part of the standard. See Annex I for additional information. Proposed revisions shall be submitted at any time to the Director, Standards, American Petroleum Institute, 1220 L Street, NW, Washington, D.C. 20005-4070, standards@api.org.
Contents

1 Scope .................................................................................................................. 1-1
1.1 Introduction ...................................................................................................... 1-1
1.2 Compliance with This Standard ....................................................................... 1-1
1.3 Jurisdiction ...................................................................................................... 1-1
1.4 Safe Working Practices. .................................................................................. 1-1
2 References .......................................................................................................... 2-1
2.1 Referenced Publications .................................................................................. 2-1
2.2 Other References. ............................................................................................ 2-2
3 Definitions ........................................................................................................... 3-1
4 Suitability for Service .......................................................................................... 4-1
4.1 General ............................................................................................................ 4-1
4.2 Tank Roof Evaluation ...................................................................................... 4-1
4.3 Tank Shell Evaluation ...................................................................................... 4-1
4.4 Tank Bottom Evaluation .................................................................................. 4-1
4.5 Tank Foundation Evaluation .......................................................................... 4-11
5 Brittle Fracture Considerations ......................................................................... 5-1
5.1 General ............................................................................................................ 5-1
5.2 Basic Considerations ....................................................................................... 5-1
5.3 Assessment Procedure .................................................................................... 5-1
6 Inspection ............................................................................................................. 6-1
6.1 General ............................................................................................................ 6-1
6.2 Inspection Frequency Considerations .............................................................. 6-1
6.3 Inspections from the Outside of the Tank ......................................................... 6-1
6.4 Internal Inspection. ........................................................................................ 6-2
6.5 Alternative to Internal Inspection to Determine Bottom Thickness ............... 6-6
6.6 Preparatory Work for Internal Inspection ...................................................... 6-6
6.7 Inspection Checklists ...................................................................................... 6-7
6.8 Records. .......................................................................................................... 6-7
6.9 Reports ............................................................................................................ 6-7
6.10 Nondestructive Examination (NDE). ............................................................ 6-8
7 Materials ............................................................................................................. 7-1
7.1 General ............................................................................................................ 7-1
7.2 New Materials ................................................................................................ 7-1
7.3 Original Materials for Reconstructed Tanks ................................................. 7-1
7.4 Welding Consumables ................................................................................. 7-1
8 Design Considerations for Reconstructed Tanks ............................................. 8-1
8.1 General ............................................................................................................ 8-1
8.2 New Weld Joints ............................................................................................. 8-1
8.3 Existing Weld Joints ....................................................................................... 8-1
8.4 Shell Design .................................................................................................... 8-1
8.5 Shell Penetrations .......................................................................................... 8-1
8.6 Windgirders and Shell Stability ..................................................................... 8-2
## Contents

<table>
<thead>
<tr>
<th>Annex</th>
<th>Type</th>
<th>Title</th>
<th>Page</th>
</tr>
</thead>
<tbody>
<tr>
<td>C</td>
<td>(informative)</td>
<td>Checklists for Tank Inspection</td>
<td>C-1</td>
</tr>
<tr>
<td>D</td>
<td>(normative)</td>
<td>Authorized Inspector Certification</td>
<td>D-1</td>
</tr>
<tr>
<td>E</td>
<td>(Intentionally Left Blank)</td>
<td></td>
<td>E-1</td>
</tr>
<tr>
<td>F</td>
<td>(normative)</td>
<td>NDE Requirements Summary</td>
<td>F-1</td>
</tr>
<tr>
<td>G</td>
<td>(informative)</td>
<td>Qualification of Tank Bottom Examination Procedures and Personnel</td>
<td>G-1</td>
</tr>
<tr>
<td>H</td>
<td>(informative)</td>
<td>Similar Service Assessment</td>
<td>H-1</td>
</tr>
<tr>
<td>I</td>
<td>(informative)</td>
<td>Inquiries and Suggestions for Change</td>
<td>I-1</td>
</tr>
<tr>
<td>S</td>
<td>(normative)</td>
<td>Austenitic Stainless Steel Storage Tanks</td>
<td>S-1</td>
</tr>
<tr>
<td>SC</td>
<td>(normative)</td>
<td>Stainless and Carbon Steel Mixed Materials Storage Tanks</td>
<td>SC-1</td>
</tr>
<tr>
<td>X</td>
<td>(normative)</td>
<td>Duplex Stainless Steel Storage Tanks</td>
<td>X-1</td>
</tr>
</tbody>
</table>

## Figures

<table>
<thead>
<tr>
<th>Section</th>
<th>Title</th>
<th>Page</th>
</tr>
</thead>
<tbody>
<tr>
<td>4.1</td>
<td>Inspection of Corrosion Areas</td>
<td>4-4</td>
</tr>
<tr>
<td>4.2</td>
<td>Pit Measurement</td>
<td>4-5</td>
</tr>
<tr>
<td>5.1</td>
<td>Brittle Fracture Considerations</td>
<td>5-2</td>
</tr>
<tr>
<td>5.2</td>
<td>Exemption Curve for Tanks Constructed from Carbon Steel of Unknown Material Specification</td>
<td>5-3</td>
</tr>
<tr>
<td>9.1</td>
<td>Acceptable Details for Replacement of Shell Plate Material</td>
<td>9-2</td>
</tr>
<tr>
<td>9.2</td>
<td>Details for Door Sheets in Riveted Seam Tank</td>
<td>9-4</td>
</tr>
<tr>
<td>9.3</td>
<td>Details for Door Sheets in Lap Weld Seam Tank</td>
<td>9-4</td>
</tr>
<tr>
<td>9.4</td>
<td>Details for Door Sheet in Butt-Weld Shell Seam Tank—No Vertical Seam Offset</td>
<td>9-5</td>
</tr>
<tr>
<td>9.5</td>
<td>Details for Door Sheet in Bull-Weld Shell Seam tank—Vertical Seam Offset</td>
<td>9-5</td>
</tr>
<tr>
<td>9.6</td>
<td>Lapped Patch Repair Plates at the External Shell-to-bottom Joint</td>
<td>9-7</td>
</tr>
<tr>
<td>9.7</td>
<td>Typical Details for Addition of Reinforcing Plate to Existing Shell Penetration</td>
<td>9-9</td>
</tr>
<tr>
<td>9.8</td>
<td>Typical Details for Addition of “Tombstone” Shape Reinforcing Plate to Existing Shell Penetration</td>
<td>9-10</td>
</tr>
<tr>
<td>9.9</td>
<td>Method for Raising Shell Nozzles</td>
<td>9-12</td>
</tr>
<tr>
<td>9.10</td>
<td>Details for Installing a New Bottom Through an Existing Tombstone Reinforcing Plate</td>
<td>9-12</td>
</tr>
<tr>
<td>9.11</td>
<td>Details for Installing a New Bottom Through an Existing Tombstone Reinforcing Plate</td>
<td>9-13</td>
</tr>
<tr>
<td>9.12</td>
<td>Details for Installing a New Bottom Through an Existing Tombstone Reinforcing Plate</td>
<td>9-14</td>
</tr>
<tr>
<td>9.13</td>
<td>Typical Welded-on Patch Plates on Tank Bottom Plates</td>
<td>9-16</td>
</tr>
<tr>
<td>9.14</td>
<td>Hot Tap for Tanks</td>
<td>9-23</td>
</tr>
<tr>
<td>10.1</td>
<td>Tank Shell and Bottom Cut Locations</td>
<td>10-2</td>
</tr>
<tr>
<td>13.1</td>
<td>Nameplate</td>
<td>13-1</td>
</tr>
<tr>
<td>13.2</td>
<td>Certification Forms</td>
<td>13-4</td>
</tr>
<tr>
<td>B.1</td>
<td>Measurements of Shell Settlement (External)</td>
<td>B-2</td>
</tr>
<tr>
<td>B.2</td>
<td>Measurements of Bottom Settlement (Internal) Tank Out-of-service</td>
<td>B-2</td>
</tr>
<tr>
<td>B.3</td>
<td>Graphical Representation of Tank Shell Settlement per B.2.2.4</td>
<td>B-3</td>
</tr>
<tr>
<td>B.4</td>
<td>Graphical Representation of Shell Settlement per B.2.2.5</td>
<td>B-6</td>
</tr>
<tr>
<td>B.5</td>
<td>Graphical Representation of Shell Settlement per B.2.2.5</td>
<td>B-6</td>
</tr>
<tr>
<td>B.6</td>
<td>Edge Settlement</td>
<td>B-7</td>
</tr>
<tr>
<td>B.7</td>
<td>Correction for Measured Edge Settlement</td>
<td>B-8</td>
</tr>
</tbody>
</table>
Tank Inspection, Repair, Alteration, and Reconstruction

1 Scope

1.1 Introduction

1.1.1 This standard covers steel storage tanks built to API 650 and its predecessor API 12C. It provides minimum requirements for maintaining the integrity of such tanks after they have been placed in service and addresses inspection, repair, alteration, relocation, and reconstruction.

1.1.2 The scope is limited to the tank foundation, bottom, shell, structure, roof, attached appurtenances, and nozzles to the face of the first flange, first threaded joint, or first welding-end connection. Many of the design, welding, examination, and material requirements of API 650 can be applied in the maintenance inspection, rating, repair, and alteration of in-service tanks. In the case of apparent conflicts between the requirements of this standard and API 650 or its predecessor API 12C, this standard shall govern for tanks that have been placed in service.

1.1.3 This standard employs the principles of API 650; however, storage tank owner/operators, based on consideration of specific construction and operating details, may apply this standard to any steel tank constructed in accordance with a tank specification.

1.1.4 This standard is intended for use by organizations that maintain or have access to engineering and inspection personnel technically trained and experienced in tank design, fabrication, repair, construction, and inspection.

1.1.5 This standard does not contain rules or guidelines to cover all the varied conditions which may occur in an existing tank. When design and construction details are not given, and are not available in the as-built standard, details that will provide a level of integrity equal to the level provided by the current edition of API 650 must be used.

1.1.6 This standard recognizes fitness-for-service assessment concepts for evaluating in-service degradation of pressure containing components. API 579-1/ASME FFS-1, Fitness-For-Service, provides detailed assessment procedures or acceptance criteria for specific types of degradation referenced in this standard. When this standard does not provide specific evaluation procedures or acceptance criteria for a specific type of degradation or when this standard explicitly allows the use of fitness-for-service criteria, API 579-1/ASME FFS-1 may be used to evaluate the various types of degradation or test requirements addressed in this standard.

1.2 Compliance with This Standard

The owner/operator has ultimate responsibility for complying with the provisions of this standard. The application of this standard is restricted to organizations that employ or have access to an authorized inspection agency as defined in 3.3. Should a party other than the owner/operator be assigned certain tasks, such as relocating and reconstructing a tank, the limits of responsibility for each party shall be defined by the owner/operator prior to commencing work.

1.3 Jurisdiction

If any provision of this standard presents a direct or implied conflict with any statutory regulation, the regulation shall govern. However, if the requirements of this standard are more stringent than the requirements of the regulation, then the requirements of this standard shall govern.

1.4 Safe Working Practices

An assessment shall be made of the potential hazards to which personnel may be exposed when conducting internal tank inspections, making repairs, or dismantling tanks. Procedures shall be developed according to the
guidelines given in API 2015 and API 2217A that will include safeguard for personnel health and safety, prevention of accidental fires and explosions, and the prevention of property damage. Conformance to permit procedures is an essential safe work practice for protection of personnel and property. Where welding and hot work are involved, API 2009 states “Except in areas specifically designated as safe for hot work, a hot work permit shall be obtained before starting any work that can involve a source of ignition.” See also API Recommended Practice 2016.

Special procedures may need to be developed for certain activities described in this standard that are not fully covered by the referenced API publications; e.g. safety precautions for personnel accessing floating roof tanks that are in service, or gas freeing the bottom side of a tank. Appendix B of API 2009 provides brief information on inerting tanks. Use of inerting as a safety precaution should address personnel hazards introduced when using inert gas in the workplace and implementation should be done in consultation with specialists that are familiar with such processes. Finally, procedures must comply with any federal or state safety regulations pertaining to “confined spaces” or any other relevant provisions.
Section 2—References

2.1 Referenced Publications

The following standards, codes, publications, and specifications are cited in this standard. The latest edition or revision shall be used unless otherwise noted.

API Recommended Practice 579-1/ASME FFS-1, *Fitness-For-Service*

API Recommended Practice 580, *Risk Based Inspection*

API Standard 620, *Design and Construction of Large, Welded, Low-pressure Storage Tanks*

API Standard 650, *Welded Tanks for Oil Storage*

API Recommended Practice 651, *Cathodic Protection of Aboveground Storage Tanks*

API Recommended Practice 652, *Lining of Aboveground Petroleum Storage Tank Bottoms*

API Standard 2000, *Venting Atmospheric and Low-pressure Storage Tanks: Nonrefrigerated and Refrigerated*

API Recommended Practice 2003, *Protection Against Ignitions Arising Out of Static, Lightning, and Stray Currents*


API Standard 2015, *Requirements for Safe Entry and Cleaning of Petroleum Storage Tanks*

API Recommended Practice 2016, *Guidelines and Procedures for Entering and Cleaning Petroleum Storage Tanks*

API Recommended Practice 2201, *Safe Hot Tapping Practices in the Petroleum and Petrochemical Industries*

API Recommended Practice 2207, *Preparing Tank Bottoms for Hot Work*


ASME *Boiler and Pressure Vessel Code (BPVC)* 1, *Section V: Nondestructive Examination*

ASME *BPVC, Section VIII: Pressure Vessels; Division 2: Alternative Rules*

ASME *BPVC, Section IX: Welding and Brazing Qualifications*

ASNT SNT-TC-1A 2, *Personnel Qualification and Certification in Nondestructive Testing*

ASTM A6 3, *Standard Specification for General Requirements for Rolled Structural Steel Bars, Plates, Shapes, and Sheet Piling*

ASTM A20, *Standard Specification for General Requirements for Steel Plates for Pressure Vessels*

---

2 American Society for Nondestructive Testing, 1711 Arlingate Lane, Columbus, Ohio, 43228-0518, www.asnt.org.
ASTM A36, *Standard Specification for Carbon Structural Steel*

ASTM A370, *Standard Test Methods and Definitions for Mechanical Testing of Steel Products*

ASTM A992, *Standard Specification for Structural Steel Shapes*

AWS D1.1 ④, *Structural Welding Code—Steel*

AWS D1.6, *Structural Welding Code—Stainless Steel*

NACE Standard RP 0205-2005 ⑤, *Recommended Practice for the Design, Fabrication, and Inspection of Tanks for the Storage of Petroleum Refining Alkylation Unit Spent Sulfuric Acid at Ambient Temperatures*

### 2.2 Other References

Although not cited in this standard, the following publication may be of interest.

API Standard 2610, *Design, Construction, Operation, Maintenance, and Inspection of Terminal and Tank Facilities*

ANSI/AWS Z49.1, *Safety in Welding and Cutting and Allied Processes*


⑤ NACE International (formerly the National Association of Corrosion Engineers), 1440 South Creek Drive, Houston, Texas 77218-8340, www.nace.org.